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N O T I C E

T H I S  DOCU ME NT HAS BEEN REPRODUCED
FROM T H E B E ST CO P Y FU R N I S H E D  US B Y
THE SPONSO RING AGENCY.  ALTHOUGH IT
I S  R E C O G N I Z E D  T H A T C E R T A I N  P O R T IO N S
ARE ILLEGIBLE , IT IS BEING REL E AS E D
I N T H E IN TE REST OF M A K I N G  A V A I LAB L E
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DEPARTMENT OF THE ARMY/ PHJLADEL .PHIA DISTRICT. CORPS OF ENGINEERS
CUSTOM HOUSI—2 0 & CHESTNUT STREETS

PH I L A DELP H IA .  PENNSYLVANIA 19106

Accrs~IoN ~ I,
NAPEN D NTI S

DX Buff Section ~ j
UNPNNOUNCE D a
JUSTIFICAT I ~I -

Honorable Brend.an T. Byrne 1978Governor of New Jersey BY -

Trenton , NJ 08621 OISTRI~t!TION/AYA!LABaITT I~DES
Dist. A~~. arid7~~~~ijj

Dear Governor Byrne : ________________

Inclosed is the Phas e I Inspection Report for Jersey City Reservoir No. 2
in Hudson County, New Jersey which has been prepared under authorizat ion
of the Dam Inspect ion Act , P~ablic Law 92-367. A brief assessment of the
dam ’s condition is given on the first three pages of the report .

Based on visual inspection, available records, cz~lculations and pas t

‘ 
operational performance, Jersey City Reservoir No. 2 Dam , a high hazard

• potential structure, is judged to be in fair overall condition . It is a
pumped storage ~servoir fed by pipelines from Boonton Reservoir , and has
no natural stream inflow. Since there is sufficient storage volume to
contain the Probable Maximum Precipitation (fl4P) event without overtopping,
a spillway is not required. To insure adequacy of the structure, the
following actions , as a minimum, are reconinend.ed:

a. Within one year from the date of approval of this report,
engineering studies and analyses shoul d be performed by a qualified
professional consultant , engaged by the owner , to perform engineering
investigations of the character of the embankment and. foundation materials
and stability analyses and piezometric studies of the structure to more
clearly define the condition of the structure .

b. Wi thin one year from the date of approval of this report , the
following remedial actions should be taken .

(1) Provide an alarm and warning system .

(2) Clear the overflow pipe and restore it to operation.

(3) Remove brush and. sapplthga from the earth portion of the
walls and replant with suitable ground cover.

~‘8 rø it) i4~BUY U. S SAVINGS SONGS REthJ LA RLY ON THE PAYROLL SAVINGS PLAN
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JERSEY CITY RESERVOIR NO. 2 DAM (NJ00053)

CORPS OF ENGINEERS ASSESSMEN T OF GENERAL CONDITICNS

This dais was inspected on 2I~ June 1978 by Louis Berger and Associates,
Inc. under contract to the State of New Jersey. The state, under
agreement with the U.S. Army Engineer District , Philadelphia, had this
inspection performed in accordance with the National Dam Inspection Act ,
Public Law 92-367.

The Jersey City Reservoir No. 2 Dais, a high hazard potential structure ,
is judged to be in fair overall condition . It is a pumped storage
reservoir fed by pipelines from Boonton Reservoir, and has no natural
stream inflow. Since there is sufficient storage volume to contain the
Probable Maximum Precipitation (~~4P) event without overtopping, a spill-
way is not required. To insure adequacy of the structure, the following
actions , as a minimum, are recommended:

a. Within one year from the date of approval of this report ,
engineering studies and analyses should be performed by a qualified
professional consultant , engaged by the owner , to perform engineering
investigations of the character of the embankment and foundation
materials, stability analyses and piezoxnetric studies of the structure
to more clearly define the condition of the structure.

b. Within one year from the date of approval of this report, the
following remedial actions should be taken.

(i) Provide an alarm and warning system.

(2) Clear the overflow pipe and restore it to operation.

(3) Remove brush and sapplings from the earth portion of the
walls and replant with suitable ground cover.

(1~) Consider upgrading and automating the gate house control
equipment.

(5)  Provide additional drawdown/discharge capability.

(6) Establish a system of periodic dais safety inspections for
thi s dam.

APPROVED:
OEL T. CALLAHAN
Lieutenant Colonel, Corps of Engineers
Acting District Engineer

DATE : ~~~~~~ /~ ~~~~
.-
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NAPEN-D
Honorable Brendan T. Byrne

(14 ) Consider upgrading and automating the gate house control
equipment.

(5) Provide additional drawdown/discharge capability.

(6) Establish a system of per iodic dais safety inspections for
this dais.

A copy of the report is being furnished to Mr. Dirk C. Hofuari , New Jersey
Department of Environmental Protection, the designated State Office con-
tact for this program. Within five days of the date of this letter, a
copy will also be sent to Congressman Joseph LeFonte of the Fourteenth
District. Under the provisions of the Freedom of Information Act , the
inspection report will be subject to release by this office , upon request
five days after the date of this letter .

Additional copies of this report may be obtained from the National
Technical Information Services (NTIS),  Springfield, Virginia 22161 at a
reasonable cost. Please allow four to six weeks from the date of this
letter for NTI S to have copies of the report available.

An important aspect of the Dais Safety Program will be the implementation
of the recommendations made as a result of the inspection . We accordingly
request that we be advised of proposed actions taken by the State to
implement our recommendations.

Sincerely yours ,

1 Incl ,i7JOEL T. CALLAHAN
As stated Lieutenant Colonel, Corps of Engineers

Acting District Engineer

Cy Furn :
Mr. Dirk C. Hofman
Department of Environmental Protection
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PHASE I REPORT
NATIONAL DAM INSPECTION PROGRAM

Name of Dam Jersey City Reservoir No. 2 NJ 00523

State Located New Jersey
County Located Hudson
Coordinates L at . 40 4 4 . 4  - L o n g . 7 40 3 . 5
Stream None
Date of Inspection 24 June 1978

ASSESS MENT OF
GENERAL CONDITIONS

Jersey City Reservoir No. 2 appears to be in a stable
and adequate condition. However, failure could
cause significant property damage to surrounding
residential areas and result in a major loss of life .
Because no engineering data was available regarding
the methods of construction or zoning of the embank-
ment , it is ineffable , in engineering terms , to
express anything but a questionable opinion regarding
the long-term adequacy of the perimeter structure.
Therefore , further investigative studies are recommended
to be undertaken in the near future.

Recommended remedial actions include : 1) an alarm
system be installed 2) the overflow pipe be cleared
and made operational 3) remove vegetation root systems
and replant with suitable ground cover 4) upgrade and

(
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automate control equipment 5) provide additional
emergency drawdown/discharge capacity . There is
suf f i c i en t  storage volume in the reservoir to contain
the PMP r a in fa l l  without overtopping.

F. K ith oh P . E .
Project N nag r
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PHASE I INSPECTION REPORT
NATIONAL DAM INSPECTION PROGRAM

NAME OF DAM JERSEY CITY RESERVOIR NO. 2 FED# NJ 00523

SECTION 1 - PROJECT INFORMATION

1.1 GENERAL

a. Authority

This report is authorized by the Dam Inspection
Act , Public  Law 92-367 , and has been prepared
in accordance wi th  contract FPM-36 between
Louis Berger & Associates , Inc. and the State
of New Jersey and its Department of Environ-
mental Protection, Division of Water Resources.
The State, in turn , is under agreement with
the U.S. Army Corps of Engineers, Philadelphia
to have this inspection performed .

b. Purpose of Inspection

The purpose of this inspection is to evaluate
the structural and hydraulic condition of the
Jersey City Reservoir No. 2 and appurtenant
structures, and to determine if it constitutes
a hazard to human life or property .

1.2 DESCRIPTION OF PROJECT

a. Description of Reservoir and Appurtenances

Jersey City Reservoir No. 2 is a man—made ,
elliptical shaped basin with earth embankments
and is utilized by the City of Jersey City
for water storage and supply purposes.
Constructed in the late 19th century , the
reservoir is about 2760 feet in c i rcumference
with the embankment ranging from about five
to twenty feet above the surrounding streets.
The interior slopes are overlain with unmortared
riprap . The crest berm is about twenty feet
wide at the top and covered with vegetation
along the outer toe. A short portion in front
of the gate house has a cobblestone pavement
(see photograph in Appendix) .

—1—
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The influent gate house is on the northeast
side of the reservoir. The influent piping
consists of a 16” main with a manually
operated butterfly valve . The 16” pipe
discharges intc a distribution chamber which ,
in turn , discharges into the reservoir ove r
a concre te block spillway  whose crest is at
elevation 127 MSL. The gate house contains
two turbine pumps , one of which is inoperative
and the second of which leaks qui te
excessively.

A screen house and f ive e f f l u e n t  pipes are
located in the southeast portion of the
reservoir.  A large diameter overflow pipe ( 3 6” )
is locate d near the screen house at invert
elevation 126+. The reservoir is surrounde d
by a chain l ink fence which is broken in
several locations . A chlorination house is
located adjacent to and outside the reservoir
embankment. For layout, see Figure 2.

b. Location

Jersey City Reservoir No. 2 is located in
the Ci ty  of Jersey Ci ty , Hudson Coun ty . I t
is bounded on the west by Collard S treet ,
on the east by Summit  Avenue , on the nor th
by Troy and Lake S treets , and on the south
by Laidlaw Avenue . Reservoir  No.  3 is immediate ly
to the eas t on the other side of Summi t Avenue . —

c. Size Classification

The reservoir is a man—made pool whose
wulls range in height from 5’ to 20 ’ above
the surrounding streets . The hydraulic
head at the designed normal pool elevation
ranges from 1’ to 16’ . Storage at the max. pool
elevation is 215 acre—feet. Based on the
foregoing , the reservoir is in the small
size category as defined by the Recommended
Guidel ines  for  Sa fe ty  Inspection of Dams.

—2—
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d. Hazard Classification

Jersey Ci ty Reservoir No. 2 is loca ted in a
residential area of th city known -~s the
“Heights ” . It is surrounded by apartment
buildi ngs , pr ivate  residences , small
businesses , and a commun i ty park and swimming

• pool. To the immediate south and downslope
is a depressed hi ghway , a depressed railroad ,
a rai lroad tunnel , a publ ic  school , a f i r e

• station , a hospital and several major
traffic arteries. Failure of the containing
structure could cause extensive p roper ty
damage and a majo r  loss of l i f e .  A c c o r d i n g l y ,
Jersey City Reservoir No. 2 is classified as
hi gh hazard (as is Reservoir No. 3).

e. Ownership

The reservoir is owned by the City of Jersey
City , Ci ty  Hal l , 280 Grove Street, Je rsey
City , New Jersey , 07302 .

f .  Purpose of Dam

The reservoir is utilized as an in—city
water supply which , owing to the e leva t ion
of its location , provides most of Jersey City
with potable water by gravity flow .

g. Design and Construction History

This Jersey City reservoir was apparently
designed by personnel of the Jersey City
Board of Public Works in the late 1800’s.
Details of the initial construction are
unknown although a history of continuing up-
grading of appur tenances since the ori g ina l
design period has been reported by the city .

h. Normal Operating Procedures

City personnel are on duty at Reservoir
No. 2 on a 24 hour/day schedule . Apart
from grounds keep ing ,  ma jo r  duties of the
personnel consist of monitoring and control
of water levels in the reservoir.

(
—3—
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Water level in the reservoir is normally
adjusted only once a day . Water level in
the reservoir is allowed to be drawdown
s l i g h t l y  dur ing  the day l igh t  hours . In the
evening the inflow is increased and the
reservoir is allowed to refill to the 127.0
operating elevation by gravity flow from the
Boonton Reservoir .  Every morning the day
s h i f t  readjus ts  the i n f l u e n t  valves .

The turbine pump in the ga te house is
u t i l i z ed to supp ly wa ter to a small  section
of the ci ty to the north of , and at  a h i q her
e levat ion  than the reservoir .

1.3 PERTINENT DATA

a. Drainage Area

Not applicable . All  inf low to the reservoir
is via transmission lines from Boon ton
Reservoir. Catchment area = 13.3 acres.

b. Discharge from Reservoir

Maximum discharge capacity of the effluent
pipes is 10+ c f s  ( l imi t ed  by consumption r at e ) .

c. Elevation (Ft. above MSL)

Top of reservoir walls - 131.0+
Norm al desi gn pool - 127.0
Operating pool - 127.0
In f l u e n t  piping invert - Unknown
E f f l u e n t  p ip ing  invert  — 106+
Reservoir bottom - 105+ to 114 +
Surrounding  streets — 110+ to 126+

0 —

d. Reservoir 
V

Length of maximum pool - 950 feet
Ell ipt ical  circumfe r ence — 27 60 fee t

e. Storage - •

Normal design pool - 163 acre- fee t
Top of reservoir  - 215 acre-feet

—4—
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f. Reservoir Surface

Top of reservoir — 13.3 acres
Norma l design pool - 12.9 acres

g. Reservoir Walls

Type — Earth embankment; riprapped interior
slope.

Perimeter - 2760 feet
Height  — 5’ to 20’ (above street grade)
Top Width - 20 feet±
Side Slopes — Outer slope is 2 to 1; interior

slope above water l ine  is
1.5 to 1.

Impervious Core - Unknown
Zone — Unknown

h. Diversion and Regulating Tunnel

None

i. Spillway

None

j. Regulating Outlets (All pipe L iZOS are approx.
diameter)

One 2 0” , two 26” and two 36” e f f l u e n t  pi pes
at approxima te inver t  106. One 36” overf low
pipe at approximate invert 126.

k. Regulated Inlets

One 16 inch influent pipe , invert unknown .
Eight foot wide distribution chamber spill-
way into reservoir at crest elevation 127. 

V



SECTION 2 — ENGINEERING DATA

2.1 DESIGN

The information available for review of Jersey
City Reservoir No. 2 included :

1) Several engineering drawings
depicting piping, reservoir layout  and
buildings.

2) U.S.G.S. Quadrang le — Jersey City , New Jersey
scale 1 :24000 .

2.2 CONSTRUCTION

Informa tion per ta in ing to the construction or
history of this reservoir was not available wi th
the exception of oral communicat ion wi th  ci ty
personnel describing only relatively recent
modifications to appurtenances.

2. 3 OPERATION

No written operational procedures were available
for the review but communication with city
personnel reveals the reservoir is allowed to
drawdown during the daylight hours . In the
evening the i n f l u e n t  line is opened and the
reservoir is refilled to the design elevation of
127 overnight.

The old turbine pump which pushes water up to
the “Heights ” section of the city is merely
used to defray pumping cos ts since i t  is powere d
by wate r pressure from the in coming transmission
line from Boonton . The turbine pumps could ,
i f necessary , be taken out  of operation at any
time with no loss of service tc the upper
sections of the city .

The disch arge pipes ~.ilways remain in an open
position although operational valve s are available
on the reservoir grounds and in Summit Avenue out-
51(10 the reservoir  to shut  down the e f f l u e n t  pipe
i f  necessary .

i _ _•
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2.4 EVALUATION

a. Availability

The only informat ion  available for the
eva lua t ions  came from drawings of the
reservoir and piping layout and verbal
communication w i t h  ci ty personnel .  No
information was available with respect to
the structural design criteria , specif icat ions,
or s t ab i l i t y  analysis  for  the reservoir w a l l s .

City personnel indicate that new piping will
be installed at the north end of the reservoir
sometime in the future . Inspection of the
original design and construction methods and
ma terial wil l  be possible at that time since
the wall wi l l  be opened down to bedrock in
order to accomplish the proposed modifications.

b. Adequacy

The design and construction of the reservoir
has withstood the test of t ime and f ie ld
inspections revealed no signs of failure or
problem areas. However, the design and
construction methods are completely unknown
and stability analysis is, of course,
impossible.  The data available for evaluation
of the stability of the reservoir embanki1~entis therefore considered completely inadequate .

c. Validi ty

Because no eng ineer ing  data was ava i lab le , no
comment can be made on va l id ity .

I, .

—7—
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SECTION 3 — VISUAL INSPECTION

3.1 FINDIN GS

a. General

On-site inspections of the reservoir took
place on June 24 ,30 and August 17 , 1978.

b. Embankment

The embankment of Reservoi r  No.  2 appears to
be ii~n fair condition . However , there is
considerable vegetation on the outer slope
of the embankment around the entire southern
half of the reservoir. Some erosion was
noted on foot paths leading down the outer
face of the embankment and the top of the
embankment was badly r u t t ed , f rom vehicles
being driven aroun d the reservoir on top
of the earth berm . The cobblestone pavin9 in
front of the gate house is in good condition.
The placed riprap fac ing  on the i n t e r i o r
slope of the reservoir appears to be in
satisfactory condition . However, wate r
elevation at the time of the inspect ions  was
near the top of the riprap course and the
majority of the interior facing was hidden
from view . The material which was visible
appeared well aliried and no appreciabl~
movement or settlement was observed.
Vegetation extended down the inner slope
of the reservoir from the top of the w a l l
to the top of the r iprap course. Some
lake weed was noted growing through the
riprap in the shallow wate r around the
reservoir ’s edge .

c. Appurtenant Structures

There are two major structures located on
the perimeter rim of the reservoir. These
consist of the existing control (or gate )
house con t a in ing  one 16” i n f l u e n t  pipe and

—8—
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mechanically operated gate on the north-
east corner of the bas in and the screen
house including the e f f l u e n t  pipes at
the southeast corner of the reservoir.
The present i n f l u e n t  and e f f l u e n t
structures as well as their controls and
appurtenances are quite old. There are
two turbine pumps in the control house. F.
One is completely inoperative and the
second , which is functional to some
degree, leaks quite excessively. The
pump , which is driven by incoming water
pressure from the Boonton transmission
lines, is utilized as an auxiliary pump
to move water further up into the “Heights ”
section of Jersey City . The leak in the
packing of this pump has existed for
several years and increases as time V

passes. At present the pump is surrounded
by sand bags and plywood sheathing to
contain the spraying water and direct it V

back into the pump well.

Although this pump is in poor condition 
V 

-•

i t  is apparently redundant  to the water
distribution system . The only reason this
pump is still utilized is to take advantage
of the pressure in the incoming transmission
lines and to reduce the pumping operating
costs. _____

d. Reservoir Area

The general condition of the reservoir
area appears satisfactory . No signs of
excessive de terioration to the embankment
walls were noted despite their advanced
age . Vandalism is kept  to a minimum due
to fencing and personnel on duty in the
control house around the clock .

During each of the inspections , the water
level in the reservoir was observed at
the design elevation . No major seepage
or leaks were noted emanating from the
reservoir.

V., .,-



e. Railroad Tunnel

The main tunnel of the Erie-Lackawanna Railroad
passes about 70 feet below and 50 fee t  to the
south of the reservoir (for location of the
tunnel , see Figure 2 ) .  Some s l ight  seepage
f low into the tunnel has occurred cont inuously
for  at least the past 35 years . Despite
routine maintenance and some special grouting
work , a flow rate of 10 gallons per minute has
not noticeably increased or decreased in recent
years .  At the time of the inspection, the
tunnel seepage is greater in the vicinity of
the reservoir, but  was not limi ted to the area.
It is not possible to attribu te the tunnel
seepage to reservoir leakage on the basis of
the inspection . However , it is entire ly
possible that water from the reservoir is
passing into the ground water regime via
surface fractures in the underlying bedrock .

3.2 EVALUATION

The primary concern of the inspection team was
the structural integrity of the reservoir walls
and the hydrau l i c  controls which regulate the
water elevation and consequently , the pressures
to wh ich the walls are subjected.  Except for
minor erosion and the rather heavy vegetation ,
there were no visible indications to impugn the
in tegr i ty  of the reservoir i t s e l f .  The i n f l u e n t
and effluent systems are safeguarded against
failure with numerous backup valves in the street
distribution system. While the operating turbine
is in critical need of repair , its complete
f a i l u r e  would not threaten the s tabi l i ty  of the
reservoir. However the sand bags , plywood and
othe r equipment present ly placed around the pump
dur ing its operation do seem to pose somewhat of
a hazard  to the operator .

— —--—.__-•--V _ _ _ _ _ _ _ _ _ _



SECT ION 4 - OPERATIONAL PROCEDURES

4.1 PROCEDURES

There are ci ty personnel on duty at the reservoir
24 hours a day . Routine operations consist
primari ly  of regulating the wate r level in the
reservoir, monitoring flows and pressures in the
piping system and operating the turbine pump .

The normal poo l was designed and is usua lly
maintained at elevation 127.0 although some
drawdown occurs durilig daily operations. The
valve to the 16 inch intake pipe is opened in
the evening and the reservoir is allowed to
f ill overnight. The inflow is decreased in the
morning and usually remains so all day . Water
use and piping pressures are monitored and
recorded. At the present time all operations
in the gate house are conducted manually .

4.2 MAINTENANCE OF RESERVOIR

There does not seem to be any pos ted procedures
for inspection or mainte nance of the reservoir.

4.3 MAINTENANCE OF OPERATING FACILITIES

Desi gn plans are in preparat ion to provide new pumping
fac i l i t i e s  to the piping sy stem and eventual ly
the valves, regulating devices, water level
recordings , and monitoring equipment in the
gate house will be automated. The turbine pumps,
which have neede d repairs for years , wi ll  be
taken out of service when the new work is
completed.

4 . 4  DESCRIPTION OF WARNING SYSTEM

There is no warning system in existence at
Jersey City Reservoir No. 2 which would alert
the operators to malfunction or failures in the
system or to warn residents in the surrounding
area of the possibility of an impending disaster.

—11—

_ _  _  _
~~~
_  _



Should complete failure of the reservoir and
an accompan ying flood appear imminent, the
only means available to warn and evacuate nearby
residents would be the public communications
media (radio and television) or possibl~fr the use
of roving police patrol cars mounted with public
address systems.

A subsurface fai lure could go unnoticed for a
long period of time , depending on its extent,
since only a visual observation of a decreasing - -

water elevation in the reservoir would alert the
operators to the potential hazard .

There does not appear to be a standard or -
~~~

periodi c inspection procedure for the reservoir —

or the appurtenant facilities.

4.5 EVALUATION

The present procedures employed at this water
storage facility appear adequate for day-to-day
operations despite the somewhat obsolete nature -

of the equipment. However , the lack of periodic
and specific inspection procedures , the complete
absence of an internal hazardous—condition
monitoring system as well as -an early—warning
public alert system are s igni f icant  def iciencies
with respect to safety procedures.

C
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SECTION 5 - HYDRAULIC/HYDROLOGIC

5.1 EVALUATION OF FEATURES

a. Design Data

Water enters Jersey City Reservoir No. 2
either as rainfall over the 13.3 acre catch-
ment area or by the 16 inch in f luent  pipe
which is fed by the large diameter gra vi ty
transmission lines from the Boonton Reservoir.
Since the i n f l uent piping is regulated, only
rainfall was evaluated with respect to the
hydraulic adequacy of the reservoir.

Although the size of reservoir is classified
as small, the hazard potential is high. A
precipitation event equivalent to a PMF was
therefore selected to evaluate the hydraulic
capacity in accordance with the guidelines of
the Recommended Guidelines for the Safety
Inspection of Dams.

Hydrometeorological Report No. 33 was employed
to obtain the PMP for this region (which is
26 inches of rainfall in a 6 hour period).
This is equivalent to 1,255,000 cubic feet  in
the catchment area. Since the reservoir is
maintained at elevation 127 or lower, there
is always a minimum freeboard of 4 feet with
corresponding storage volume of 2,265,000 cubic
feet available. Thus, the reservoir can
accommodate almost twice the PMP without
discharge . Water level in the reservoir during
the PMP event would rise slightly more than
2 feet.

b. Experience Data -

No history of excessive flows or dangerously
high water levels have been reported at thi~site. Water level is routinely maintained
at or slightly below the design elevation of
127 MSL.

—13—
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c. Visual Observations

Water level in the reservoir at the time
of the inspection was approximately elevation
126 and was entering the reservoir over the
inlet spillway from the distribution chamber.
No abnormalities were noted at this location .
However, inspection of the turbine pumps in
the gate house revealed that one is inoperative
the other leaking very badly . Operation of
the control mechanism for the influent pipe
was observed during the inspection and appears
to function adequately.

d. Overtopping Potential

Wi th all faci l i t ies  operating as designed ,
the potential for  overtopping is almost
non-existent. Personnel are on duty at the
gate house 24 hours per day and continuously V

check the water level. If the level rises
above normal , the flow into the reservoir
from the transmission lines is decreased or V

shut down entirely either at the gate house
or by numerous check valves on the lines
outside the reservoir fac i l i ty. As indicated
above , the reservoir is capable of containing
almost two times the amoun t of r a in f a ll
entering the reservoir from a 6 hour PMP
event.

e. Drawdown --

The discharge pipes are the only means to
drawdown the reservoir and their capacity
is limited by consumption rates within the
distr ibut ion system . Since the average
daily consumption from this reservoir is
about 7,000,000 gallons (or 21.5 acre—feet)
it is estimated it would take about 9 days
to lower the water level in the reservoir
from elevation 131 to 114 , ( the approximate
street elevation to the south) and about
7 days to decrease the water level from
elevation 127 to elevation 114. Based on the
above , additional drawdown capabilities
appear to be warranted in light of the high
hazard classification .

—14—
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SECTION 6 - STRUCTURA L STABILITY

6.1 EVALUATION OF STRUCTURAL STABILITY

a. Visual  Observations

No major evidence was observed to indicate
• the existence of a serious ins tab i l i ty

problem .

b. Desig n and Construction Data

Desi gn calculations and the or ig inal  s t ab i l i ty
analyses were not available for  this reservoir .
Based on field observations and information
obtained from various sources , the reservoir
is founded on the underly ing diabase bedrock
formation . No information is available as
to the base of the embankment a l though it  is
believed the embankmen t rests directly on
bedrock at elevation 114 in the northern
portion of the reservoir and the bottom of
the reservoir basin is apparently unlined.
Since the surface of the bedrock contains
numerous cooling f rac tu res  and jo ints  i t  is
possible that considerable quantities of
water may pass into the underlying bedrock.
The underlying bedrock is very hard diabase
of the Palisades formation and its durability
is not affected by the passage of water.

c. Operating Records

No records or logs are maintained at this
reservoir for operations other than water
consump t ion , t ransmission l ine pressure , and
water elevations.

d. Post Construction Changes

No major changes or additions have been made
to the confining structure since its original
construction . However, numerous modi f ica t ions
to some of the appurtenant facilities have
been reported by city personnel. These
changes include new screens , pump and piping

(
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modifications, etc. and could have affected
the structural condition , especially where
the embankment would completely breach
the transverse axis.

e. Seismic Stability

The reservoir has wide , low—relief walls
which are founded on diabase bedrock . The
reservoir is in seismic Zone 1 and it may be
safely assumed the seismic forces would have
only negligible effect on the structural
stability . However, i t  should be noted tha t
an inactive f au l t  has been mapped immediately
to the east of the reservoir. Additional
evaluation of this zone may be warranted in
light of recent minor seismic activity along
the Ramapo Fault 25 miles to the west (less
than 3 on the Richter scale) .

—16—
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SECT ION 7 - ASSESSMENTS /RECOMMENDATIONS /REMEDIAL MEASURES

7. 1 RESERVOIR ASSESSMENT

a. Safety

Je rsey City Reservoir No. 2 , which has
stood for about 100 years , appears to be sound
and adequate and exhibi ts on ly a few signs
of its advanced age. However, because
absolutely nothing is known regarding the
eng ineered design and make-up of the embankment ,
its structural safety remains questionable .
The reservoir is capable of completely
containing a PMP event with a rise in the
water level of only two feet above normal
design pool. However no structural assessment
can be made wi th  respect to the stab i l i t y  of
the embankmen ts with any added load imposed
upon them. Therefore , the present long-term
condition remains questionable when inspected
within the visual limitations inherent in the
procedures s t ipu la ted  by the Corps of Eng ineers .

Opera t ional  safeguards exist  in the form of
backup valve systems which assure standby
control of th’~ influent and effluent systems .
However , the ibsence of an independent method
of dewatering the reservoir and the lack of
a functional overflow system are considerations
which would provide additional safeguards
against potential hazardous conditions.

b. Adequacy of Information

While the information available to evaluate
the hydraulic and hydrologic capabil ities
of the reservoir was adequate , insufficient
design and construction data was available
to perform a definitive evaluation of the
structural  s tab i l i ty  of the walls  and thei r
foundations.
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C. U r p ; e ,’

I I i ~ re eOfl hIll cfl ’ I~ lii i t tlic ’ remc’d i d l  mi • 15 U t C~~ .

and 1 ( 1 ( 1  i I l O u d L e va l uat i o n s  desc r ibed  shou ld
be undertaken in the near future.

d. Necessity for Further Studies

Because the structural stabil i ty c a n n o t  be
estabj.i shed with reasonable rd j an c o  based
on available data , further investi-lations
i nto the condition of the earth embankments ,
their foundations and manner of construrt.i ( S I

should  be under taken  to provide a bas i s  fo r
cogen t stability analyses. This should
include test borings , test pits , I i e z o me tr i
readings and çjeotechnic analyses. A st~~dy
and evaluation of a l a r m  or w a r n i n g  systems
should be un (1(’rtaken to determine their
d[Ipl i e il i i  Ii ty wi Iii respect to the alert
r I  g l i  i reinents of Lli~ s u r ro u n d i n g  community  u-~
well as the need for an inLornai early warn i n j

syst em w i Ui in  Il~ Ci ty Wake r Hug i nec ri ng
I) iv i 5 ion .

7. 2 REco M M I ;N bA9lo N S/ J ~1•:MI:D [AL MEA~ URl•:~

a .  H e c om m€ • n d i t  10115

There ar e  several ce-irses of action which
should he taken  to improve the s a f e t y  of
Jers ey  C i t y  Reser voi r  No. 2 .  As previously
staked , further investigation and evaluation
of the construction of the earth containment
is deemed necessary.

i t i s  f u r t h e r  recommended that the City of
Jersey City evaluate its requirements for
an in ternal iiarm system to alert operators
of any type of imp ending failure . The
system may t-ake the form of an automatic
water level recorder with an alarm to indicate
rapid chanl (Jes in  water elevation . In
con junction with an operator ’s alarm there
should In community warning systems to alert.
resi (lcn ts in t h e  surrounding area of potentially

— 1 8—

S ~~~~~~~~~~~~~ •- - . • — - V -•-.- - - -V—  -— -- — - - - - -~~--- - -  --V - - - -  — — -

-- - S  V



hazardous conditions. This may take the
form of public address system in conjunction
with sirens or roving patrol cars. All
systems should be tested at regular intervals
and a program should be undertaken to
educate nearby residents as to its existence .

It is recommended that the e:;isting overflow
pipe be tested and utilized in the future
to assist in controlling water elevations.

It is recommended that the brush and saplings
on the earth slopes of the walls be removed
to prevent root damage to the masonry.
Suitable ground cover should be planted in
selected areas and properly maintained.

It is suggested that the owner take under
advisement the upgrading and automating the
gate house regulatory and recording equipment
sometime in the future. It is further
suggested that the turbine pumps be repaired
or removed from service since they constitute
a hazard to personnel.

b. O&M Maintenance and Procedures

Although present procedures are being
diligently pursued in a competent, workmanlike
manner , it is suggested that city personnel
employed at the reservoir receive additional
training in the safety inspection of dams
and reservoirs. It is further recommended
that af ter  training, these personnel conduct
frequent, regularly schedule inspections as
well as operational checks of the alarm
systems .

—19—

_ _ _ _  _ _ _ _ _ _ _



ç’~•;;? 
~~

- ~\ ~ ~ ~~

, 
~~~~~~ 

~~~ 
V

~ / - 
1: ~~~~~~~~~~~~~~ 

• 

:IV 

~p~q ~~~, 

;

/ 
1~ -1.’j ,  AM iJt1~ ~~~~~~ ~// I ~

• / / / 1  “~// ~~~~~~~ \~ ~~~~~~~~ 
/ P ~~~~~~~~~~ ç r  

.~~~~ ‘
~~~~~~:~ ~~~~~

~ ~~~~~~~~~ :~° q.ft
, 

/.
/ 

/
I
/
/

/
//~

’ 

~~~ ~~ :~ ~~~~~~~~ 

‘

~ ~~~ 
//;~/\;~\4~ ~~~~~~~~~~~~~~~~~~ 

—
A f~ ~~ ~ 

/ ‘c / / ( P7/ /~’~”,1(/~ ~~ ~
. 

~j  / ? \  / ‘ Mo ?s —&! ..

~~~J4~ 

~ ~~~~~~~~ ~~~~~~~~~~~~~~ ~/
‘ 

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~p* IKi •~~ 
I / ~/ / ? f r  V ~~~~ )~~•_ 

1~9 5 ~ 
_

4 . _ -.S .. .,~~~ ~~~~~~~~~~~ 
I

)s 
~fl 

~~
1 a~~/f

/

/  I ~ 

, 
]-—T .~~

/
,

‘ 
%

~ 

S. h 
•.
V/ j  //

/
/

/ / Lr’
~ ~~~-~

‘ 
~~~~~~ ~::~

- ~~ :— ~~~~~~~ r)m

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ _ _ _ _

~~~~~~ 
~~~~~~~~~~~ 

“3

~~~~~~~~ _ _  
_ _ _ _ _



\
-- —V---

— 
- -

~t:~~~~

’

~~~~~~~~~~~~~~~~~T~
Ii- 

~~~~~~~~~~~~~~~~~~~~~~~~

/
- 

/- 

~~?‘ ‘~ ~~~~~~~~~

. -“ - ‘
~~~~~ /- / lk,F i.e-i ~~~ Li” .
/

—
• 

/~~~•_ V
‘V

I 1- - ¶ 
~~~ 

5-’ -

~ ~~
(,. ‘ ~ , • ~ :I A ~~~~~~~~~~~~~ 

• ~~~~~~ 
~~ 

& ) ~V, l

I~ ~~~~~~~~ 
-

-
~~~~ 

I

It - c_ V • - iL -~~~ 
M

\ . 

. 
~~~

. /
_ 5

.

~ ~ ~~~~ ~~~\~ 
.

Z
L)

3



I
-

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ t 1:: :

- ‘4 

I “
~~~

-
~~~315-i. ~~~

i > ~
2’

~ 
\~ ~~ \ ~~

~
——C

~~~
-t

~~~~ ~-lO~J’)~~.
(ThQ~Bu.J€~) 

V

N RESERV rIR

• 5 V 
•
~~~~~~~ 

‘ , i N° 3
r ~ 

‘ -

A~ .~~o- .- ~;

\ 
- -

/ 
;~~~~~~

c 

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~

/ •~~ ~ - ~JEFFERSON

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ T T~~~~~~ II



V _V

I 
~

~ 

I 

- 

- :: 
- - -

- -
-t J

~~~~~~~~~~~~~~
•-

~~~~~~~ 

RE RV~~ H

-5- - - - -- . _ - . 
•

— 5~ 
. — 5- — V -

- . V — 
- 

• 
-

V .  
V

• 
:. ‘ - - 

\‘ - - ui

~~~~~~~~~ ~~~~
- \ ~ 

\
;•

“ — ‘••-
~~~— S

\• PROSPE~JT
ST

RE SEP V
N° 3 \~Iy z

-
. t ‘U

WAVER ’ .SY
ST

¶~~tek~r3 I L -

V _ V . - ~~~~~~~~~~~ 
. V 

,

~~FrL. ~~~~~~~

_ _ _ _ _ _ _  
_ _ _ _ _  

_ _  5- V

j EFFERSON ~~~~~~~~~~~~~



7 / - 
—

‘N - /
-, -
,
1 .‘~

.
/ V C.

V \ \ ~ / 
V 

- 

‘ 

, 5
/ •

\ ~ \ \\ / - 
.~, •~ ~

( - 

~~~~ 

- 

. r

~ 
T~ z

\ ‘
~:‘~\ ~\_  v

\
\ \:i~

o ‘V~

-
~ *f ~

\~~~~ ‘~~~:::
~~~~~~~~~~~

• ~~~~ \ \ ~~~~~
L_

_ _



- 
- 

\ \ i’i r
• 

I k f t ~~ V 
~~~~~~~~~~~~~~~~~~~~~ 

I

! 

/ 
V 

R E S E P
~~ i i •’ I~ / N°

V 
~

/ j
~ 

/ 
V

\ : ‘-.~

—~~ 

V

/ . ! I J ~ VJ 

~~~~~~ 
~~~~~~~ VV V~~~~~~~~~~~~~

• V : JEFFERSON V

t~ A V V

~~~~~~~~~~~~~~~
b • 

i

~~~~~~~~~ ~~~ 

- 

. 1~ •

(
~~+) - V \

~~~ A V E

V ;  ~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

:

. 

VV

- - 
. ~~ 

U 

~ ~
-

V J ~______--



• S \
~~V V

V V

R E ~ E P V r R
N° 3 

\ 

\ /~ 

~~ - - -
\ ‘-) WAVE R~~Y

ST

~~ ~~i~ ,-I LI 
~~~~I_ 1V_ ___~~

__
~~

V___ _ 1 

- VV ~V V ~5 -

-; - 
V

rF1— L .  Li~~~(~~

—

- 
V~ ~~~~~~~~~~~~~~ VV ~

_V V - 
V — ~~~~ V :J: ~~~~~~~~ - ~~~~~~~~~~~~~~

V —- 

~~ T£FFERSON ‘

~~ V V~~~~i~~~ -
-

V

- 
~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

r 
~~~~~~~~~~ 5- V~~~~~~~~~~~~ _—-  _ _±  5 - - V

- 

‘
~~~~~~~~~~~

_ _ _ _  
- £ ‘~~E ~~~~~ -0 BUREA U OF WA TER

~ 

VA V E  PL4N ‘~ 4OW ING
- - V V  

~~~~~ ~~~~~~~ S E RVt GE AN D PRESENT
FENCE .

V~ l 4 ~~ I i .

ON A V E  V / ~~~~~~~~~

(II ¶ V r

I r 
-V ~~~~~ 

V
. .

•~~



_ _ _  

I;j_ ~~~ 3>~~~ ’~ ’~ z r.1~~ I0

\ ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~

H
I, ft V~~ 

I/ V7 
~
[
~

- 11/~~
( I 0I 

•?‘
~~ V_V . ?  1/( 0 1  / z 

V 

~~~~ \ _V
~~~~~~ V V _V L

r , / /

1 k

V 

I 
•

H 
•

ck~~~~~~ V 

~~~~t.~ 0 
—

~~~~~~~~~~~~~~\ ~
C \

PA C/LI TIES M 
Pigvre ~

- _ 

V 5-

~~~~~~~~~~~~~~~ -- -~~~~- 

- -



0
4

z x

U)
‘-4 1-4 ~SVVV~

14 2 z

4)x U

I V $1
J ‘4.4 41

~1 °
I LtiI w 0

U

4)

14
4) 41

4)
14

41 41
1) ~~. —

S
4) 41

14 14
— 0

41

41 .~ 0 (/3

UI •
>

N
tN
‘—4 V

U
1) .a

U
Cl

0 Cl 0
‘4

el 4)

UI
a) ‘.4

‘44
0

~iH~S 44
I -~ w

41
44 .- Cl.

— _

t

. ~~~~~~~~~~~ ~~~~ S _ V  

~~ 

5-

_
_ •

~
••i
~~~



h i
0

14 0

• 

- 

II 
_ _ _ _

oz
O
C.)

0 
-

IL,
0

_ _ _- -- - V _ _ _ _  - V ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

V



a
Vt

0
‘-4

ILl
U) 0

C.)
(/)

0

Vt

V 

h~ViLi



0

I.

o t~j 4 J

_ _ _  _ _ _ _  _ _ _ _  

!:ll 
_ _ _

o ~~~~~
-

V 
- ‘04)

a)
>1

4.) .,-4

--4

on.
-‘5 

‘0
a) a)

5’, ‘l o• -4
(fl~~~ Cfl a)

5’. 0 I-i .~~~ Cl) -U) --4 ~4a)4J> a ) U ) tl o
0 a) a) a)~~~~ 4 4.) a)

E 0
0 0 04- ~~~~O 0Z Z ( 1 )04 - i  0 Z

I



~
.

~
• 

0~~~~-4 14.4

i
°

~~ ~~~~~~~~~ 
‘~~~ O) Cl)

(‘1 a ) C~~~I.i
a)

~~

V a)
a) 1-4

U)U)
11)

a

Nb 
V _ _ _ _ _ _ _  _ _ _ _ _ _ _  

01 U

__i!

~~~~~

ViLV

~~~~~~~

VJ JL~~~LI~V



d 1-i
‘-4
C-

V -t: 4-,

0 0

•10
LI
La a .

14
U)
U)

0 
0

Vt

HLa

4.)

—I n.
‘-I
.5-4 a)

o •~a)

I~) .~(/3z 
t,~

0
‘-4 d>
La
C,) a4 

‘00

14 0) 
V

14o 4.) •~v~:;~ (1)

14 
(4)

0 
a)

4: .1.)
0 0

0 

C~ 
z z

— V

(¾
0

C.. (~o z z
— p.4

Z ..2o .-3 u3
— .C (al.
I- ~.O.4 (1) 4 14 ..a. (4
Z (¾ .-4 t 14 (4 1’
‘-4 C., z .4
Z Z~~~~Q) < ‘4 u) Z V

U( I-.

I- ‘4~ 3.4 ~~~~~ V~~~~~Ia3

~ 00..I -.4

— 0 0 ‘4 ‘I

-~~~~ - __-
_____ - - 5 - - --- -~~~~ 

- - -V  -



0
‘-I
I-.

0z
La
:1

U)
U)

0

U)

‘\
Vt

0

Ct.
0
z
0
‘-4 -~~ 

(4 (Ip
F.. (4 z
.4 z “3z ~ 

—

( 

_ _  _ _ _ _ _  _ _ _ _ _  

I I 
_ _ _ _-— __ __~~8 

—
~~~~~~~~~~~~ _ _ _ _ _  _ _ _ _

- -- -5---5---~~~~~ V~- -- - - V -



0
-I

*
C-) V

(-.1
C’)
.1.
0

14
U)
U) 0
(I)

La

“
Vt

z
0

‘.3 

V 

(I)

± ~~~~~~~~~~~

V

.

-_ _ _ __ _  _ _ _ _ _ _

- - V -- - 
____- -~~ — - - - V - V -___



1/)

0
-‘ ‘-4C—.

.4
0.
.‘~

2
OS. 3

C)) Vt

La

0
0~’(a V

‘0

a)0)
(I) .5.4

14 .Q ‘-4(/3 0Z 14— a) 0) 0) 0) 0)
4)

0 0 0 0 (0z z z z

~4)
3..
‘a

~~ >
0 ~~ (1)

_1
‘.1 V

.4 -
~ V

~~ Z
— 0

-4
0

~•< .4 — £4
La 14 14• z 4

‘a V

p
0 0 V

-- - V _



5’ Cl)
S Z

0

0~~~~~~~~~~

&C ~
.

Cl~ 0

a)

U)

n.~~O O I O
‘-I
U) .~ Cl)

0 1 4 ( 0

1-i
W 4 - i U.4 U)

~l 4 )0 00 )
4-I

I-I — •-i .~~n.o0 C-’ 4 ) 0 ’ - l  a)
14

~~~ 0 0  ~0U) La ~4 ( ::14
U) ~ n.i~ o o

£4 (0 .5.4 ‘00 14~~~~ i U I 1 4
0)

0
~~~~~~~~~~~~~~~~ z

(‘4
0

zg
z2(

‘ V 1
V

. 

- 

~~~~~~~~~~ V V V V ~~~~~~~~~~~~~~~~~~~~~~~~~~~~ V 

V V 

-

. 
~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

~~~~~~~~~~~~~

- I



5
’

U)
z
0

-4 8
14

0
U) U)

-.

U)

0

4.1 4)

- 0) 4-4
4

0 ( 1 )
‘-4-
0) 0

~) 0)
.~~ Cl) ‘0 14-4
~~ Z 4-~ 0

~ o g
— — 0) c a g w

E .Q0rI

~~~ 0
U) —~ ‘0U) a) 0 ) _ a )

C-’ £4
0

0 w o ~~Q
U)

(0
SQ 4: 1 44 ) 14
(4 5...sz

(‘4
0
z9
~~

~c Z D C / 3  .4 014 0~~~~~I-4 I.4~~~ ‘~~e~~E.4 - •
._3 (Il

H 8

— — — ~V 
~~~~~~~~~~ 

— —— V— — —--—--—-—~~-- V~~~
V 

V



‘V.

’

-I

14
U)
U)
U)

z
0
—
C-’

Ct)
< ( ¾
F-4 0 (-i

o i a~~~

~~~~~~~~ ,-

~~- o c J  ~ r.4 Q4 ‘-l’0 -.4 -.4 -.4(40  SQ (0 (0 (0
‘-4 4: 4:

a) (a l l  4) 4) 4: 4)
>W ~ 0 0 ‘... 0Z Z Z Z

Cl)
(•~

4: Z 0
I-’

“4 ‘-4
0 0 ‘.3

- ‘-4(I) en .4 p . 3 ( ¾~~~14~~z o ~ 4

I
(‘4 ~~

. ‘-3 Cl)o 2 x , .49 1~

8 o



C-’
U)
U)
(4)

VV~

(0 --I
C,) ‘0

a) 4:

‘-4 ~~ ~~ 0
-.4 -‘.4 -..4 •.-4 -.-4 z
(0 (0 (0 :  ( 0 ( 0  ( 0 : ::

~~
V 

~~~~~~~~4: 4: 4: 4 : 4 :  4:
0) a) 41) 0 ) 0 )  41)

0 0 0 0 0  0z z z z z  z

C/) CO
0

( 
~,4

Z X 0
0 ~~~~

-‘
~~

“ < .z~~~~~ 0

0

a

- 5-—----— — - ——-V — _~_ — — ~~~~ — ~~~~~~~~~~~~ 
—



-5’

)

m

(-4

U)
U)
U)

(4
0)
‘0
(4
0
C) 0) 0)0) .-I H(4 

SQ SQ(0 (0a) 5-4 ‘-4-.4 --I‘0 (0 
‘04) a)

(1) H
SQ 4:(0 0) 0) a)

L a z  z z
1~4 0a)

-4.) •~(0 0z

0z
— (44

0
14 14

—
0 i-Iz
14 

(44CO C,) -Cl)
La 014 — 0

C/)
0 1 4  ‘-4z

0 0
—Z -3 COZ 

V0
0 2 0~~~U) Z Q ~~ V

Z ~- 4 Q
( 4 30  0 0

I- — O C-’
— Z a’~ 0 o ~

— ~~~~~ ___________________________________________________________________ -~~~~ V

-~~ 
V V — -~~



& V

U)
U)
Cl)

‘.4U) --I
(0

4’. 4:

0)
4:
5”.. 0z z

• - r
I. 14



V~~~~~~~~~~~~~~ : 
~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

~~~~~~~~ 
-

V - r . ‘ .~. ~~~~~~~~~~~~~~~~V V /  ,‘,4-
~r- . V - V V ~~ 17_ _ V .~~.~~• 5

,
V~~ •

V ~~~~~~

V

. 

-
, 

V 5’

36”Ø. OVERFLOW ,,~. .•
. V -

AT SE CORNER

- —~~- 
V 

- -

-~ -- -~~ - 4-.
~~~~~~~~~ 

~~~~~~~~ 
_~~S;.L

V
~.-V__V

— - - -
-~ ‘-‘- ..--- - - - - -

- -  
~~~~~~~~~~~~~~~~~~~~~ .• SCREEN HOUSE-SE

V - _ ‘•:~
.VV

~:~~~
.

- - 

~~~~~~~~~~~ -
V V V - -

-

~~~~~~ 4 -

- - 
- 

V 

V

TOP OF E M B A N K M E N T  :~~‘ 
:V .. V -- 

-

~ ~~~~ ~~~~~ ~~~~~

(INDICAT ING COBBLESTONE ~~V S 4f1 V . -
V ~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

____PAVING AT STORAGE SHED 
- 

_ _ _ _  

,V 1

& GATE HOUSE) .
- - V

_  

_

IJERSEY CITY RESERVO IR *2-JULY 1978
--V -- --- ——- -V --- - - - - --~~~~~~~~~-—--~~~—- — —-



CHECK LIST
HYDROLOGIC AND IIYD RMJLIC DATA(3t . ENGI~~ ER IN G DAT,\

DRA INAGE AREA CHA RA CTERISTICS : Not Applicable

ELEVAT ION TOP ~DRNA L POOL (STORAGE CAPA C ITY):  127 MSL (163 Acre-Feet)

ELEVAT ION TOP FLOOD CONT ROL POOL (STORAGE CAPACIT Y): 131 (215 Acr& Feet)

ELEVAT ION MAX IMUM DESIGN POOL : 127 ?‘~L

ELEVATION TOP DAlI: 131 MSL

CREST: Entire circumferena~ of wall (sanr~ e1evation~ 
V

a. E levation 131 MSL
b. Type Earth E~iibankaent
c. Width Approxijiitely 20 feet at top
d . Length . 2760 feet in circumference
e. Locatio n Spillover Overflow pipe in so~ thc~~ j  ~~rner
f .  Numb e r and Type of Qates Non e

OUTLET WO R1~S: ___________________________________________________

a. Type 36” Discharge Pipe
b Location Southeast sic~e of reservoir
c. Entrance inverts About 106 MSL
d. Exit inverts Unknown
e. Emergency draindown facilities Safl1~

HYDROMETEOROLOGICAL GAGES : ____________________________________________
a. Type GradUated Precipitation
b. Location Near gate house
c. Records Daily readings

MAXIMuM NON-flANAGINC DISCHARGE- 150 cfs (calculated capacity) *

*Actuaj . capacity governed by consunption rate in City Water Supply
System.

Cr

V V V - V V V V V ~~ ~~~~V* ~~~~~~ 
- —  - V _ _ _V-



•Y V)J~~ D~~T~ ~~~ LOUIS BER~ER & ASSOCIATES INC. ~~~~~ 
A I

C H K D .  IV DATE . ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ OJEC15 V.~~~~~ i~~susj rc r ~~~~~ V / ~~~~~~(~~V4~~~~~~~~~~ L , ~~~~ • 1

— —  
1 ~ ~~~~( V V ~~~ - -  — 

p_ I

/
L I 

~~ -:; -‘ ~~~~~~ — 

~ V 

~_
;V~ V

V ?~ C~ ‘ I  - (  I
V 

/

I 2 V  ~~~~~ r j

- —  

~ 7 y ’  - / —

V ( I V ~ 
/ •

V - ~ ‘V

/ - •V - - I
V ~~~~ 

— 
J 

V 

- V~ ) ~ V ~ I~. ~

— I / ~~
. .~~

V 
V 

( 
~~~~~~ ~ ~ -r ~

I~~~~~~7~~~~r e

:~~~
V -

~~ 

~~~~~ 
~~~~~. ~~~~~~ _____

V 

- ~~~ ~~~~~~

J C €~ 
(u~ _+ . ~~~~ 4(~~

- ii.c ~~

R -., ~~ ~ ~ V t 0 .~ ~

~. .
~~~~~~ 

c_ dIV..(. a.uV.VL~. ~~~ - .. - 

—-——- ----._.-_-- - - - —~~
__

~~~~~~~~~~~~ -- --~ —-  V ~~~~~~~~~~~~~~~ -— ~~~-
_ 

— —



•V V~~~~~~~~~~~~~~~~. DATE LOUIS BERCER 8 ASSOC IATES INC. SHEET

CHKO IY DATE .. ~ ~.. 
- 

-- I PROJECT
5’ I V - V .~

SURJECT . V

- 
.. . r~ — ‘ .. 

)
~ - .

~~~ 
~

_

L.- . -
~
- V V ( V ; ’ /~4

(V t .& - 
~

/ -: 
~~~~~~~~~ ~~ee~~~

I

- ) 1_ V 
~~~~ V ’~~~ ~ 

/ • / /

•

~~~~~ 
- , - V / 

~- 7  
-- -

, ,  ‘ 0hi~ ~~~~~~~~~~~~ 
~

_

~~~~~~~

, _
‘
J

& 
~ /



4~

(fl

-

—_V — - i--- - ---- -- - - -  - V ~~~~~~~~~~~~~~~~~~~~ t V V ~~~____

.L~~~JJ i)~cY ~~
! y~Q.j~

4—I 
“0

NV
V ~~ — S.VVV•VV~.~ VVV

N t.1
V V • ‘V.

~~t V 
- 

_V 1

‘1)

V ~~~~~~~~~~~~~~~~~~~~~~~~~ 

V

~~~~~~~ ~~~
‘ 

~~~~~ 
,

V~~~~V 
~ ~~~~~~~ 

~~ ~~~~~~~~~~~~~~~~~
4 ~~ __~~ V —— - 4 _ V_

~
____ V I I - -  ——1-~

2

4-- - ——-—-— ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ - - - V-V-VV --—.~~~~~~~ - - - — - -



LOUIS BERGER & ASSOCIATE S INC. SHEET NO.~~4 4 ~~OF
CHKD. IY . DATE PROJECT~~~~~~~ ./
SUIJECT V 

~~~~~~~~~~~~~~~~~~~~~~~~~~~~ V

~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ C c r C ~~ ~
~~~~~~~~~~~~~~~~~~~~~~~~~~~ ~~~~~~~ L L 4-.C~~~V. 

~
j ( ( )  ~~

~~~~~~~~~ - 
• V~~~~’V~~~~ V — V ’V

~~~~ )

7 ) ~ c ) 1 7~~~~~ ~~~~~~~~~~ ~
t
~k

~ ,
~ ~ c

~~~~~~~ ~ 7 , ~ C~ ,7o r’ ~- q. 12 J ~~~~~~~~~

10 ~~~oo

L~&L.~c.L-. ~ I. Li ~ ‘it )
~~

(y ~ y,o ’ — Il - x I b ~ 
)

~
V1

~~ 2~~~~r I o
(

~~, ~~s c + , ~~~~~~~ c~-~~’-c~A-
i2~A C ~J\(~44s..t~ - /0.0 c

_ _ _ _ _ _ _ _ _ _  

&~~
‘ 

~L*~~i.; ~ y
# 0 .3~~0~ (2q

1~

— - V 
‘(~~~: ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ -— - - V - V - - - - — — —  -------- V- - ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ — V-—V V



~LCURITY CLASSIF ICATION OF THIS PAGE (W7, w Data Ent.r.d)

REPORT DOCOMEN1~ATION PAGE 1
I . RE PORT NUMBER 2. GOVT ACCE 5SION NO. 3 REC IP IEN t’S CA T A L O (~ NUM B III

NJ00523 ______________________________
4. T I T L E ( , d  Subifr I.) 5 TYPE OF R EPORT & PERIOD COVERED

Phase I Inspection Report
National Dam Safety Program FINA L
Jersey City Reseruoir No. 2 Dam 7’ 

6- PERFORMING ORG. REPORT NUMBE R

Hudson County, N .J. ___________________________
7- AuT HOn~’.) S C O N T R A CT OR GRANT NUMSER(.)

F. Keith Jolls , P.E. DACW6I-78-C-0124

9 PERFORM ING ORGANIZATION NAM E AND ADDRESS 10 PROGRAM ELEM ENT, PROJ ECT . T A S~AREA 6 WORK UNIT NUMBE RS
Louis Berger & Associates Inc.
100 Haisted Street
East Orange, N J . V

I I . CONTROLLING OFFICE N A M E  AND ADDRESS 12. REPORT OATS

U . S . Army Engineer District , Philadelphia August , 1978
Custcsn House , 2d & Chestnut Streets I~~- N UM SE R  O F P A G ES

Philadelphia • Pennsylvania 19106 __________________________
14. MONITORING AGENCY NAM E & ADDRESS(lt ditf.runl frau, CantrellI.id Off. .) IS. SECURITY CLASS. (a! hi. rapes:)

Unclassified
11 OECLASS IFICATION/OOWNGRA O ING

SCHEDULE

IS. DISTRIBUTION STATEMENT (of ffiS • R.po,t)

Approved for public release ; distribution unlimited.

17. DISTRIBUTION STATEMENT (of 1,. ab.Ir.ct ont.,.d In Rloct. 20, II dl lfsr.n t from R.porf) 
—

IS. SUPPLEMENTARY NOTES —

Copies are obtainable from National Technical Information ~~rv1ce , ~ prin~~i’ ielVd ,
Virginia , 22151.

lb KEY WOROS (Continu, on r.r.,.. aid. If n.c.aaary ond Id.ntify by block numb.,)

Dams--N.J.
Jersey City Reservoir No. 2 Dam, N.J.
National Dam Safety Program Phase I
Dam S fety
Dam Inspection

~~ 20. A BST RACT (Caul~~.. ,.v ,.. .1~~ H nau.auauy d Sd.nIII~ by block numbs, )

This report cites results of a technical investigation as to the dam ’s ade-
quacy. The inspection and evaluation of the dam is as pre scr ibed by the
National t~m Inspection Act , Public Law 92-367. The technical investigation
includes visual inspection , review of available design and construction records
and prelimjn~a~y structural and hydraulic and hydrologic calculations , as 

V

applicable. An assessment of the dam ’s general condition is included in the
report .~~~ ‘V
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